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BLDG 100
PARTIAL FLOOR PLAN — LIGHTING
SCALE: 1/4"=1"-0"
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BLDG 100
PARTIAL FLOOR PLAN — POWER & SIGNAL
SCALE: 1/4"=1"-0"

SHEET NOTES

A.  CONNECT ALL FIRE ALARM DEVICES VIA (E)
FIRE ALARM SYSTEM IN THE BUILDING. THE
F.A. DEVICES TO MATCH AND SHALL BE
COMPATIBLE WITH THE BUILDING AND CAMPUS’
FIRE ALARM SYSTEM.

B. PROVIDE COMMUNICATION OUTLETS AS
INDICATED ON THE MAMMOGRAPY EQUIPMENT
SHOP DRAWINGS. COORDINATE WITH V.A'S T
SYSTEM OFFICER FOR SYSTEM
INTERCONNECTION REQUIREMENTS TO THE (E)
COMMUNICATION SYSTEM.

C. PROVIDE ALL NURSE CALL DEVICES TO MATCH
EXISTING MANUFACTURER OF NURSE CALL
SYSTEM IN THE BUILDING.

KEYNOTES

MOUNT WARNING LIGHT ABOVE THE DOOR WITH
SIGN TO READ "X—RAY IN—USE”. INTERFACE

CONTROL VIA DOOR SWITCH AND/OR
MAMMOGRAPY EQUIPMENT CONTROLS.

CONNECT TO LIFE SAFETY BRANCH CIRCUIT TO
PANEL SH17A.

40A/2P, 208V RECESSED MOUNT ENCLOSED
CIRCUIT BREAKER.

SURFACE MOUNT, WIREMOLD 4000 SERIES
RACEWAY.

VERTICAL WIREMOLD RACEWAY.

BUSWAY (E)
BUSWAY (E)

CL1IA3 (E)——=

CL11A2 (E)——=

CL11A (E)

OL11A (E)

SL11A (E)

]
GH11A (E)/ / T \
QH11A (E)

BLDG 100

NHTTA

(E)

LCP—1B

(E) XFMR NTX11A

/—(E)TOO—NLT 1A=1

-———(E)100—NL11A=2

—

= (N) PANEL

100—=NL11A=3

/XFMR QTX11A (E)
/(E)TOOL—1 1A—1

(E)YGROUND BUS

(E)LCP11A

LEVEL 1 EXISTING ELECTRICAL ROOM E—1.1
SCALE: 1/4"=1"-0"

(E)CHT1A

RE—INSTALL (E) LUMINAIRE VIA (E) BRANCH
CIRCUIT INDICATED.

UNLESS OTHERWISE NOTED, ALL BRANCH
CIRCUIT NUMBERS SHALL BE CONNECTED TO
PANELBOARD 100—NL11A-3.

REFER TO SHEETS EP7 SERIES OF THIS SET
FOR ADDITIONAL ELECTRICAL WORK REQUIRED BY
MAMMOGRAPHY EQUIPMENT VENDOR. THE DETAILS
WERE BASED FROM THE VENDOR'S GENERIC
SHOP DRAWINGS TO SERVE AS FOR REFERENCE
ONLY. ACQUIRE FROM V.A’S COR OR ARCHITECT
FOR THE VENDOR'S SITE SPECIFIC SHOP

DRAWINGS FOR FINAL MANUFACTURER’S
INSTALLATION REQUIREMENTS.

PROVIDE NURSE CALL DOME LIGHT. RESTORE (E)

INTERFACE CONNECTION VIA (E) NURSE CALL
SYSTEM IN THE BUILDING.

CONNECT AND RE—-USE TO (E) NORMAL BRANCH
CIRCUIT SERVING THIS AREA, TYPICAL.

RESTORE CONTROL SWITCH LEG CONNECTIONS
TO LIGHTING FIXTURES PER EXISTING CONDITION.

RECONNECT RECEPTACLE VIA EXISTING BRANCH
CIRCUIT.

@1 © 6

RESTORE INTERCONNECTION OF EXISTING DOME
LIGHT TO THE MAIN NURSE CALL SYSTEM.
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